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NOTES

All uPVC windows to be replaced with double glazed sliding
sash hardwood timber windows.

All render to be carefully removed. If the existing masonry
requires protection and render needs to be reapplied, Parex
Heritage Lime Render (Parexal) colour T50 - Sandy Earth)
or similar should be used. Under no circumstances should
the masonry by sandblasted. If the masonry is sound then it
may be possible to repoint it and leave it on show.

The scheme will be fitted throughout with a sprinkler system
designed and installed in accordance with BS9251:2005

All SVP locations to be desingned by a specialist designer.

All floors to form a complete barrier to fire between
flats/compartments. All existing floors to be protected from
the underside to a 60m fire resistance.
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